










DWG NO

NE INSTALLATION GUIDE

NE SERIES INSTALLATION
Capacities Indicated
NE020  2000 BTU/H
NE030  3000 BTU/H
NE040  4000 BTU/H
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SCREWS INSIDE SECURE 
BARREL BOLTS OUTSIDE

ALIGN KEYHOLE SLOTS IN
AIR CONDITIONER WITH 

BARREL BOLTS.

AIR CONDITIONER MAY BE NEARLY
FLAT OR SLIGHTLY TILTED TO 

ENGAGE BARREL BOTS.

AIR CONDITIONER MAY THEN BE
GUIDED DOWN ONTO BARREL BOLTS
AND IS READY FOR PERMANENTLY

BOLTING TO ENCLOSURE.

VIEW FROM INSIDE ENCLOSURE
- ENCLOSURE IS SHOWN SEMI-TRANSPARENT
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